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Question from Ryan Pechacek Ratcliff Constructors, LP on Monday, Apr 25, 2022 at 01:06 PM CDT

1) the existing flow lines at stations 5+37.85, 7+14.75, and 0+24.34 are 3' to 9’ different than the contract drawings. The City
of McKinney is telling us that we must install all the new sanitary sewer system and have it tested and passed before we can
tie the existing services into the new system. (Means and methods) Because the existing sewer lines are 5’ below grade, and
we need to install the new system 13’ below existing grade, right below the existing sewer lines, this cannot be done without
damaging the existing system. Therefore we propose to move the new system over 5’ east, to not damage the existing sewer
service, and meet the city’s requirements. We then will tie the existing system into the new system. Please confirm this is
acceptable.

2) the existing sanitary sewer line will need to be rerouted from the existing manhole at the south west corner (see drawings
with FL=606.58. Please provide how to reroute existing sewer line. (additional manhole, or reroute sewer line?)

3) there is an existing manhole at FL= 607.25, see drawings. It has a Y at bottom of manhole going to existing sanitary sewer
manhole at NE in existing fire lane below pod 1. What do we do with this manhole?

4) On sheet C100 shows a sewer line running at a 45 degree angle, tying into existing sanitary sewer manhole at NE in
existing fire lane below pod 1. This sewer line running at 45 degrees does not exist. This manhole does not have a Y, it has a
90, running to existing manhole not shown on plans.

5) if we keep the existing flow lines on the new sewer lines and manholes at stations 5+37.85, 7+14.75, and 0+24.34, this will
make these manholes drop manholes. The city said they do not care, because these are private, and the only public manhole
is at 0+00.

Please note that the city is requiring an updated drawing showing the reflected changes for review and approval. Please
expedite review as currently we are not able to install the utilities any further.
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